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KEYED NOTES:
yd LOW NITROGEN FRESSURE ALARM
SWITCH.

WATER MOTOR ALARM\C'E

WATER MOCTOR DRAIN/

4" CHECK VALVE WITH
1/2% BALL DRIF \\

CONCRETE SPLASH
BLOGK
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DUCTILE IRON PIPE W/ FLANGED Y
END FOR BACKFLOW PREVENTER.
INSTALL PER NFFA 24

L=

— TRACER WIRE
[SEE CIVIL
DWG ST—G30GEN—3]

w|Z SEE DETAIL
—1=, [SHEET 6]
T

SLEEVE, 2" MAX ABOVE
FINISHED FLOOR, FILL

WITH NON—HARDENING
MASTIC
[6"] SUPPLY

1. —THRUST BLOCK [SEE

CIML DWG ST-G30GEN—-2]
STEEL RODS COATED

W/ASPHALT OR W/EPOXY
PER AWWA CZ10; OR
STAINLESS STEEL RODS

MECHANICAL FITTING
W/ ™EGALUG" RESTRAINT

SCALE: NONE

SPRINKLER SYSTEM RISER DETAIL O

NOTES FOR DESIGNER:

1. SEE SHEET 6.

(DO NOT INCLUDE ON CONSTRUCTION DRAWINGS)

DRY PIPE VALVE WMH COMPLETE
UL LISTED TRIM FER SPECIFICATION.

TRACER WIRE TEST STATION (NOT
UNDER SFLASH BLOCK).

(4D 2 MAN DRAIN WITH 45 ELBOW TURN
DOWN.

(5D TO NITROGEN SUPPLY (GFE).

NITROGEN PRESSURE MAINTENANCE
DEVICE /REGULATOR.

(3D TAMPER SWITCH.
FIRE DEPARTMENT CONNECTION.

(@) ALARM _SHUT—OFF VALVE WITH
TAMPER SWITCH.

DRAWMING DEVELOFED FOR ML—3/
ML—4 PROJECTS. FOR ML—1/
ML—2, ADDITIONAL REQUIREMENTS
AND QA REVIEWS ARE REQUIRED.
(REMOVE THIS NOTE WHEN IN—
SERTED INTO A DRAWING PACK—
AGE).
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